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                                               Nashville Canopy 
                                            WSWE# 20-WL-0019 
                                           Proposed Public Water 
                                           Parcel # 09314056500 
                                                       District 19 
 
                      - Proposed 8" Water Main (DIP)...205 LF 
                      - Proposed Fire Hydrant Assemblies... 1 Unit 
                      -Remove 205 LF of Existing 6" Water Main Line 116FB029 
                      - Abandon Section of 6" Water Main 116FB029... 9 LF 
 
                                                          07/17/2020 
                                                         Ragan-Smith  
                                                    Michael Williams, P.E.

EXISTING 6" WATER 
MAIN TO BE CAPPED AT 
TEE OF 8" WATER MAIN.

PROPOSED 8"WATER 
MAIN TO TAP TO EXISTING 
18" WATER MAIN

PROPOSED 
FIRE HYDRANT

- Abandon Existing 6" Water Main, Line 116FB029...205 LF
- Abandon Section of 6" Water Main, Line 116FB029...9 LF




